North Island Laboratories

Certificate of Analysis

e 9755 B Moray Avenue, Courtenay, B.C. VON 8M@  Tel: (250) 338-7786 Fax: {250) 33B-7553

Report To: Regional District of Nanaimo Lab Number: 90346
Attn: Heather Dorken Date Reported: 13 Sep 11
gBOOﬁamglgnd Bay Rd Date Completed: I3 Sep 11
Vgt;alsngloz, Pate Received: 12 Sep 11 14:19
90346-01 1081 Surfside Treated Water
Sampled By: L. Jaworski
Sampling Date: 12 Sep 11 5:48
Test Result Units Drinking Water Guideline
Total Coliforms {DES) <1.0 MPN/100mL <]
E. coli (DES) <1.0 MPN/100m1. <1
90346-02 962 Surfside Treated Water
Sampled By: L. Jaworski
Sampling Date: 12 Sep 11 9:48
Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <1
E. coli (DES) <1.0 MPN/100mL <]
90346-03 923 McFeely Treated Water
Sampled By: L. Jaworski
Sampling Date: 12 Sep 11 9:48
Test Result Units Drinking Water Guideline
Total Coliforms (DES) 1.0 MPN/100mL <1
E. coli (DES) <1.0¢ MPN/100mL <]

AO = Agsthetic Objective; MAC = Max. Allowable Concentration; IMAC = Interim MAC

> = (3reater than: < = Less than

Resuits relate only to samples as submitted. This certificate must not be reproduced,
except in its entirety, without written consent from the laboratory.
Canadian Drinking Water Guidelines as listed on Dec. 5th, 20035 and are subject to

13/09/2011 12:19
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Report To:

90379-01
Sampled By:
Sampling Date:

1081 Surfside

North Island Laboratories

Certificate of Analysis

Regional District of Nanaimo
Attn: Heather Dorken

6300 Hammond Bay Rd
Nanaimo, BC

VOT 6N2

Treated Water

13 Sep 11 9:28

Lab Number:
Date Reported:
Date Completed:
Date Received:

« D755 B Moray Avenue, Courtenay, B.C. VON 8M0  Tel: (250) 338-7786 Fax: (250) 338-7553

90379

15 Sep 11

14 Sep 11

13 Sep 11 13:21

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <1

E. coli (DES) <1.0 MPN/100mL <1

90379-02 962 Surfside Treated Water

Sampled By:

Sampling Date: 13 Sep 1 9:28

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <1

E. coli (DES) <1.0 MPN/100mL <1

90379-03 923 McFeely Treated Water

Sampled By:

Sampling Date: 13 Sep 11 9:28

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <]

E. coli (DES) <1.0 MPN/100mL <1

AQ = Aesthetic Objective; MAC = Max. Allowable Concentration; IMAC = Interim MAC
> = (Jreater than; < = Less than
Results relfate only to samples as submitted. This certificate must not be reproduced,
except in its entirety, without written consent from the laboratory.
Canadian Drinking Water Guidelines as listed on Dec. 5th, 2005 and are subject to

15/09/2011 10011
Page | of 2



North Island Laboratories

Certificate of Analysis

e 9755 B Moray Avenue, Courtenay, B.C. VON 8M9  Tel: (250) 338-7786  Fax: (850) 338-7553

Report To: Regional District of Nanaimo Lab Number: 90425
Attn: Heather Dorken Date Reported: 15 Sep 11
&360 ‘Hamrglgnd Bay Rd Date Completed: 15 Sep 11
VOT 680 Date Received: 14 Sep 11 14:27
90425-01 1081 Surfside Treated Water
Sampled By: H Dorken
Sampling Date: 14 Sep 11 9:12
Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <]
E. coli (DES) <1.0 MPN/100mL <]
90425-02 962 Surfside Treated Water
Sampled By: H Dorken
Sampling Date: 14 Sep 11 %:22
Test Result Units Drinking Water Guideline
Total Coliforms (DES) >200.5 MPN/100mL <1
E. coli (DES) <1.0 MPN/100mL <1
90425-03 923 McFeely Treated Water
Sampled By: H Dorken
Sampling Date: 14 Sep 11 6:32
Test Result Units Drinking Water Guideline
Total Celiforms (DES) <1.0 MPN/100mL <]
E. coli {DES) <1.0 MPN/100mL <1

AQ = Aesthetic Objective; MAC = Max. Allowable Concentration; IMAC = Interim MAC

> == (Greater than; < = Less than

Resuits relate only to sampiles as submitted. This certificate must not be reproduced,
except in its entirety, without writien consent from the laboratory,
Canadian Drinking Water Guidelines as listed on Dec. 5th, 2005 and are subject to

15/69/2011 17:01
Page 1 of 2



rth Islond Laboratories

Certificate of Analvysis

Report To: Regional District of Nanaimo Lab Number:
Attn: Heather Dorken Date Reported:
6300 Hammond Bay Rd Date Completed:
Nanaimo, BC .
VOT 6N2 Date Received:

90659-01 Surfside #1 well water

Sampied By: L. Jaworski

Sampling Date: 26 Sep 11 9:25

*« 9755 B Moray Avenue, Courtenay, B.C. VON 8M8  Tel: (250) 33B-778B6 Fax: (850) 338-7553

90659

14 Oct 11

14 Oct }]

26 Sep 11 15:27

Test Result Units Drinking Water Guideline
Chloride 7.5 mg/L 250 AC

Conductivity 150.1 uS/cm

T-Sodium 5.87 mg/l 200 AG

Total Coliforms (DES} <1.0 MPN/1GmL. <]

E. coli (DES) <1.0 MPN/160mL <1

Total Dissolved Solids 36 mg/lL 500 AO

90659-02 Surfside #2 well water

Sampled By: L. Jaworski

Sampling Date: 26 Sep 11 9:40

Test Result Units Drinking Water Guideline
Chloride 14.3 mg/L. 250 AQ

Conductivity 185.5 uS/cm

T-Sedium 101 me/l. 200 AO

Total Coliforms (DES) <1.0 MPN/100mL <]

E. coli {DES) <i.0 MPN/100mL <}

Total Dissolved Solids 96 mg/L 500 AO



North Island Laboratories

Certificate of Analysis

Report To: Regional District of Nanaimo
Afttn: Heather Dorken
6300 Hammond Bay Rd

Nanaimo, BC

VOT 6N2
9072301 1081 Surfside treated water
Sampled By: L. Jaworski

Sampling Date: 28 Sep 11 9:00

Lab Number:
Date Reported:
Date Completed:
Date Received:

e 9755 B Moray Avenue, Courtenay, B.C. VON 8M0  Tel: (250) 338-7784  Fax: (250) 338-7553

90723

29 Sep 11

29 Sep 11

28 Sep 11 13:18

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <1

E. coli (DES) <1.0 MPN/100mL <}

90723-01

Test Method Analyst Date

IE. coli (DES) Enzyme Substrate, APHA 9223 B -modified NIsL 28/0972011
Total Coliforms (DES) fnzvme Substrate, APHA 9223 B -modified Nislk. 28/09/2011

Approved By: (/m%o(

Catherine Black, Owner/Operator

AO = Aesthetic Objective; MAC = Max, Allowable Concentration; IMAC = Interim MAC

> = Greater than; < = Less than

Results relate onky to samples as submitted. This certificate must not be reproduced,

excepl in its entirety, without written consent from the laboratory.

Canadian Drinking Water Guidelines as listed on Dec. 5th, 2005 and are subject to

29/09%/2011 12:51
Page 1 of 1



North Island Laboratories

Certificate of Analysis

Report To: Regional District of Nanaimo
Attn: Heather Dorken
6300 Hammond Bay Rd
Nanaimo, BC
VOT 6N2

90922-01 962 Surfside Drive treated water
Sampled By:
Sampling Date: 5 Oct 11 9:46

Lab Number:
Date Reported:
Date Completed:
Date Received:

« Q755 B Moray Avenue, Courtenay, B.C. VON BMY  Tel: (250) 338-7786  Fax: (850) 338-7553

90922

70ct 11

6 Oct 11

50ct 11 16:23

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <1

E. coli (DES) <1.0 MPN/100mL <}

20922-02 Surfside #1 well water

Sampled By:

Sampling Date: 5 Oct 11 9:20

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <1

E. coli (DES) <1.0 MPN/100ml <1

90922-03  Surfside #2 well water

Sampled By:

Sampling Date: 5 Oct 11 9:00

Test Result Uuits Drinking Water Guideline
Total Coliforms {DES) <1.0 MPN/100mL. <]

E. coli (DES) <1.0 MPN/100mL <1

AO = Aesthetic Objective; MAC = Max, Allowable Concentration; IMAC = Interim MAC

== Greater than; < == Less than

Results relate only to samples as submitted. This certificate must not be reproduced,

except in ifs entirety, without written consent from the faboratory.

Canadian Drinking Water Guidelines as listed on Dec. 5th, 2003 and are subject to

07/10/2011 09:06
Page 1 of 2



Report To:

North Island Laboratories

Certificate of Analysis

Regional District of Nanaimo
Atti: Heather Dorken
6300 Hammond Bay Rd

Nanaimo, BC
VOT 6N2

91023-01 1081 Surfside
Sampled By: L. Jaworski
Sampling Date: 12 Oct 11 9:19

treated water

Lab Number:
Date Reported:
Date Completed:
Date Received:

« 9755 B Moray Avenue, Courtenay, B.C. VPN 8M9  Tel: (250) 338.77B6  Fax: (850) 33B-7553

51023

13 0ct 11
130ct1l

12 Oct 11 13:40

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <1

E. coli (DES) <1.0 MPN/100mE. <l

91023-02 Surfside #1 well water

Sampled By: L. Jaworski

Sampling Date: 12 Get 11 9:40

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <}

E. coli (DES) <1.0 MPN/100mL <]

91623-03 Surfside #2 well water

Sampled By: L. Jaworski

Sampling Date: 12 0ct 11 9:59

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/130ml. <]

E. coli (DES}) <1.0 MPN/100mL <]

AQ = Aesthetic Objective; MAC = Max. Allowable Concentration; IMAC = Interim MAC

> = (jreater than; < = Less than

Results relate only to samples as submitted. This certificate must not be reproduced,
except in its entirety, without written consent from the iaboratory.
Canadian Drinking Water Guidelines as listed on Dee. 5th, 2005 and are subject to

13/10/2011 11:57
Page 1 of 2



Ories

91211-06 923 McFeely treated water
Samypled By: H Dorken
Sampling Date: 19 Oct 11 10:24

* 9755 B Moray Avenue, Courtenay, B.C. VON 8M9  Tel: (250 338-77846

Fax: (250 338-7553

Test Resunit Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL
E. coli (DES) <1.0 MPN/100mL

For raw water samples October 19, 2011 see Water Quality Reports:

Well Water-Annual Raw Water Test Results page

AQ = Agsthetic Objective; MAC = Max, Allowable Concentration; IMAC = Intersim MACU
> = Greater than; < = Less than

Results relate only to samples as submitted, This certificate must not be reproduced.
excepl in its entirety, without writien consent from the leboratory.

Canadian Drinking Water Guidelines as listed on Dec. 5th, 2005 and are subject o

SHI0/2011 16:36
Page & of 11
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North Island Laboratories

Report To:

Nanaimo, BC
VOT 6N2

91707-01
Sampled By:
Sampling Date:

923 McFeely
L Jaworski
13 Nov 11 10:37

Certificate of Analysis

Regional District of Nanaimo
Attn: Heather Dorken
6300 Hammond Bay Rd

treated water

Lab Number:
Date Reported:
Date Completed:
Date Received:

e 9755 B Moray Avenue, Courtenay, B.C. V&N 8M8  Tel: (250) 33B-7786  Fax: (¥50) 338-7553

91707

25 Nov 11

25 Nov 11

15 Nov 11 14:33

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.6 MPN/138mL <]

E. coli (DES) <1.0 MPN/100mL <]

91747-02 Surfside #1 well water

Sampled By: L. Jaworski

Sampling Date: 15 Nov {1 10:00

Test Result Units Drinking Water Guideline
Chloride 6.1 mg/L 250 AO

Total Coliforms (DES) <1.0 MPN/100mL <1

E. coli (DES) <1.0 MPN/100mL <1

91767-03 Surfside #2 wel water

Sampled By: L Jaworski

Sampling Date: 15 Nov 11 16:15

Test Result Units Drinking Water Guideline
Chioride 6.4 mg/L 250 AO

Total Coliforms (DES) <i.0 MPN/100mL <]

E. coli (DES) <1.0 MPN/106mL <]

AQ = Aesthetic Objective; MAC = Max. Allowable Concentration; IMAC = Interim MAC

> = (Greater than; < = Less than

Resulis relate only to samples as submitted. This certificate must not be reproduced.
except in its entirety, without written consent from the laboratory.
Canadian Drinking Water Guidelines as listed on Dec. 3th, 2005 and are subject to

251172011 11:39

Page 1 of 2



North Island Laboratories

Certificate of Analysis

« 9755 B Moray Avenue, Courtenay, B.C. VON 8M9  Tel: (250) 338-7786 Fax: (250) 338-7553

Repeort To: Regional District of Nanaimo Lab Number: 91488

Attn: Heather Dorken Date Reported: 4 Nov 11

16\1300 Ham:;gnd Bay Rd Date Completed: 4 Nov 11

anaimo
t H . o) : .

VOT 6N2 Date Received: 2 Nov 11 17:06
91488-01 Surfside #1 well water
Sampled By: H Dorken
Sampling Date: 2 Nov 11 14:22
Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <]
E. coli (DES) <1.0 MPN/100mL <]
91488-02 Surfside #2 well water
Sampled By: H Dorken
Sampling Pate: 2 Nov 11 14:32
Test Result Units Drinking Water Guideline
Total Coliforms (DES) <140 MPN/100mL <]
E. coli (DES) <10 MPN/100mL <]
91488-03 962 Surfside Drive treated water
Sampied By: H Dorken
Sampling Date: 2 Nov 11 14:01
Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/160mL <1
E. coli (DES} <i.0 MPN/100mL <

AD = Aesthetic Objective; MAC = Max. Allowable Concentration; IMAC = Interim MAC

> = (Greater than; < = Lesgs than

Results relate only to samples as submitted. This certificate must not be reproduced,
except in its entirety, without written consent from the laboratory.
Canadian Drinking Water Guidelines as listed on Dec. 5th, 2005 and are subject to

04/11/2011 12:18

Page 1 of 2



North Island Laboratories

s 0755 B Moray Avenue, Courtenay, B.C. VON BMG  Tel: (250) 33B-7786  Fax: {(250) 338-7553

Certificate of Analysis

Report To: Regional District of Nanaimo Lab Number: 91872

Attn: Heather Dorken Date Reported: 2% Nov 11

?\]300 H amggnd Bay Rd Date Completed: 25 Nov 11

VOT 6hn Date Received: 24 Nov 11 11:48
91872-01 Well #1 (Surfside) 1422 well
Sampled By:

Sampling Date: 23 Nov 11 0:00

Test Result Units Drinking Water Guideline
Total Coliforms {DES) <1.0 MPN/100mL <1

E. coli (DES) <1.0 MPN/100mL <1

91872-02 Well #2 (Surfside) 1432 well

Sampled By:

Sampling Date: 23 Nov 11 (:00

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <l

E. coli (DES) <1.0 MPN/100mL <1

91872-03 962 Surfside 1410 treated

Sampled By:

Sampling Date: 23 Nov 11 0:00

Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL =<1

E. coli {DES} <1.0 MPN/100mL <1

AO = Aesthetic Obiective; MAC = Max, Allowable Concentration; IMAC = Interim MAC

> = Greater than; < = Less than

Results relate only to samples as submitted. This certificate must not be reproduced,

except in its entirety, without written consent from the laboratory.

Canadian Drinking Water Guidelines as listed on Dec. 5th, 2003 and are subject to

25/1172011 11:39
Page 1 of 2



North Island Laboratories

Certificate of Analysis

« 9755 B Moray Avenue, Courtenay, B.C. VON 8M9  Tel: (250) 338-7786 Fax: (850) 338-7553

Report To: Regional District of Nanaimo [.ab Number: 92036
Attn: Heather Dorken Date Reported: 2 Dec 11
]6\3300 _Hamlggnd Bay Rd Date Completed: 2 Dec 11
Vgl%ag;(;, Date Received: 1 Dec 11 9:13
92036-01 Well #1 (Surfside) 1428 well
Sampled By: Heather
Sampling Date: 30 Nov 11 14:09
Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <3
E. coli (DES) <1.0 MPN/100mL <1
92036-02  Well #2 (Surfside) 1441 well
Sampled By:
Sampling Date: 30 Nov 11 14:28
Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <1
E. coli (DES) <1.0 MPN/160mL <3
92036-03 1081 Surfside 1409 treated
Sampied By:
Sampling Date: 30 Nov 11 14:41
Test Result Units Drinking Water Guideline
Total Coliforms {DES) <10 MPN/100mL <1
E. coli (DES) <1.0 MPN/1G0mL. <}

AQ = Agsthetic Objective; MAC = Max. Allowable Concentration; IMAC = Interim MAC

> = (reater than; < = Less than

Results relate anly to samples as submitted, This certificate must not be reproduced,

except in its enlirety, without written consent from the laboratory.

Canadian Drinking Water Guidelines as listed on Dec. 5th, 2005 and are subject to

02/12/2011 13:11

Page 1 of 2



Island Laboratories

Certificate of Analysis

« 9755 B Moray Avenue, Courtenay, B.C. VN 8M9  Tef: (250) 338-7786  Fax: (¥50) 338-7553

Report To: Regional District of Nanaimo Lab Number: 92210
Attn: Heather Dorken Date Reported: 12 Dec 11
26\1300 _Hamrggﬁd Bay Rd Date Completed: 12 Dec 11
. ime, )
VSI»}%N% Date Received: 8 Dec 11 10:03
92210-01 923 McFeely treated
Sampled By: H. Dorken
Sampling Date: 7 Dec 11 10114
Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <]
E. coli (DES) <1.0 MPN/100mL <1
92216-02 Surfside #1 well
Sampled By:
Sampling Date: 7 Dec 11 10:53
Test Result Units Drinking Water Guideline
Total Coliforms (DES) <1.0 MPN/100mL <1
E. coli (DES) <1.0 MPN/100mL <1
92210-03 Surfside #2 weil
Sampled By:
Sampling Date: 7 Dec 11 10:39
Test Resuls Units Drinking Water Guideline
Total Coliforms (DES) <l1.¢ MPN/100mL <1
E. coli (DES) <16 MPN/TO0mIL. <]





